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General 

This addendum is in addition to the bid documents already issued for the project. The contractor must 

consider the content of this addendum in the development of his bid. 

 

1. Bid submittal is postponed on May 27th, 2021 at 10AM Eastern time and 11AM Atlantic time. 

2. Architectural Addendum A-01 attached. 

3. Mechanical and electrical Addendums ME-01 attached. 

4. Mechanical and electrical Addendums ME-02 attached. 

 

 

 

Mathieu Lévesque, CPI. 
 



page 1 on 4 
A n i c e t  T r e m b l a y  a n d  S e r g e  H a r v e y ,  A r c h i t e c t s  I n c .  

 631 Taché Bridge Road, Alma (Quebec)  G8B 6T4  Tel: 418 668-3384  fax: 418-668-5999   CourriEl: atsh@archharveytremblay.ca 

 
 
 
 
 

 
 
 

SOCIAL SERVICES BUILDING 

LISTUGUJ MI'GMAQ GOVERNMENT 
 

ADDENDUM  NO:  A-01 
  
 DATE: May 13th,  2021 
 FILE: 320-20 

 
 
To all bidders, 
 
 
Please be aware of the following details, additions or changes in plans and construction 
specifications that are an integral part of the submission documents. 
 
 

1.0 Architecture 
 

1.1 Accepted equivalence,   Acoustic Tiles and Suspension System 

In the construction specifications, section  09 58 00, acoustic tiles and suspension 
system, please note that, at the point 2. 03  Materials, the following products are now 

accepted: 

.1 ACOUSTIC TILES:   
 Reference product: 
 Fine Fissures, Second Look #1761 by Armstrong, also accepted model: 
 CGC Radar Illusion - #2842 
 
.2 SUSPENSION SYSTEM:   
 Reference product: 
 Prelude XL 15/16" by Armstrong, also accepted model: 
 CGC DONN #DX26 

 
 
1.2 Accepted equivalence, sprayed insulation polyurethane foam 

In the construction specifications, section  07 21 29, Sprayed insulation Polyurethane 
foam, please note that, at the point 2.1  materials, the following products are now accepted: 

Sprayed insulation polyurethane foam '' Boreal Elite HFO'' by GENYK. 
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1.3 Door hardware 

 Please note that the aluminium door and frame hardware will be provided and installed 
by section 08 11 16 ALUMINIUM DOOR AND FRAME. Including power operator for 
aluminium door only. 

 
 
1.4 Modification of the description of the roof type ''R1'' and ''R2''  

 Note the description of the roof type ''R1'' and ''R2'' has changed in the following sheets 
of the architectural plans : A701, and A702. 

  

 
 

1.5 Ceramics laying products 

Be sure to take note of the addition of the items below to the construction specifications, 
section 09 30 13 CERAMIC TILING: 

2.05 Adhesive. 

.1 Resin-based cement-glue such as MapEI Kerabond/Keralastic or architect-approved 

equivalent. 

2.06 Seals 

.1 Grout everywhere else: MAPEI FLEXCOLOR CQ 

.2 The color of the grout will be the Architect's choice in the manufacturer's standard range of 
colors. (MAPEI) 

 

 
1.6 Baseboard  type for ceramic type 2  

Take note the in the section 09 30 13 CERAMIC TILING, the ceramic baseboard for the 
ceramic type 2 will be: 

.3  102 mm ceramic baseboard, same model as ceramic type 2 
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1.7  Foot grille model also accepted 

In the construction specifications section  10 28 00,  ARCHITECTURALS 
ACCESSORIES, please note that, at the point 2.3.1 FOOT-GRILLE SCRAPPER , the 
following products are now accepted: 

"BOLAR" model BLA-2 grid. 

 

 
1.8  Addition of furniture drawings  F.10 et F.11 

Please note the addition of furniture F.10 and F.11 to sheets A602 and A603 as 
illustrated below. 
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1.8  Addition of furniture drawings  F.10 et F.11 (AFTER) 

 

 
 

 
 ANICET TREMBLAY AND SERGE HARVEY 
 ARCHITECTS INC. 
 
 
CL/cl By: 
 Claudia Lapointe ,architecture technician 
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CLIENT: LISTUGUJ MI’QMAG GOVERNMENT 

PROJECT: SOCIAL SERVICES BUILDING 

ISSUE DATE: 2021-05-12 

ASHINI REF NO : 083-20020 

REVIEW: 00 

 

GENERAL 

This addendum is in addition to the bid documents already issued for the project. The contractor must 

consider the content of this addendum in the development of its bid. 

The hierarchy of the bids and responsibility for the mechanical and electrical subcontractors is as follows: 

- General contractor 

o Plumbing-Insulation of plumbing-Balancing of plumbing 

o Ventilation-Insulation of ventilation-Balancing of ventilation-Regulation (controls). 

o Electricity 

DRAWINGS 

1. Ventilation No drawing issued 

1.1 The description of the ventilation unit AHU-1 is : 

1.1.1 Capacity: 

- 5500 CFM, 15 Tons, External static pressure: 1’’, belt drive fan (3HP, 1740RPM, 600/3/60), with 

economizer, standard efficiency. 

- Complete with factory installed/wired controller and instrumentation. 

- 2 distinct electrical connections: 1x for the heating coil and 1x for fans and condenser and 

control panel.  Provide weather proof exterior disconnect devices. 

- Electrical heating capacity: 54kW, 2 stages, second stage is SCR. 

APPROVED BY: 

Paul Hamel, ing. 
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- Cooling capacity: 15 tons, HFC-410A, AHRI Rated capacity 176 MBH, 2 rows cooling coil, 2 

exterior condenser fans. 

- Filtration: 2’’ MERV 8 pleated filters and 2’’ pleated filters MERV 13. 

- Dimensions: 121’’ x 84’’ x 56’’H.  Complete with 14’’H roof curb. 

- Specified product: Trane-TSD180GWRPC--D0B1 

2. Controls No drawing issued 

1.2 Plan MC-002.  Provide CO2 transmitter in the return duct and integrate a sequence of operation to 

adjust fresh air intake and manage CO2 levels. 

 

 

 

End of addendum 
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CLIENT: LISTUGUJ MI’QMAG GOVERNMENT 

PROJECT: SOCIAL SERVICES BUILDING 
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GENERAL 

This addendum is in addition to the bid documents already issued for the project. The contractor must 

consider the content of this addendum in the development of its bid. 

DRAWINGS 

1. Plumbing No drawing issued 

1.1 PLAN MP003.  In the water supply detail, the piping dimensions are corrected to fit with the plan view 

as shown on MP001.  The general arrangement of the detail is not modified. 

 

 

 

End of addendum 

APPROVED BY: 

Paul Hamel, ing. 

 


